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Option Type of Req d Turnstile Going Inside Going Outside Default status Status on Power Outage
1 Bidirectionally controlled Fail-Close Fail-Open locked going inside, locked going outside going inside locked, going outside free
2 Bidirectionally controlled Fail-Close Fail-Close locked going inside, locked going outside both directions locked
3 Bidirectionally controlled Fail-Close Mechanical locked going inside, going outside depends on manual status goinginside locked, going outside depends on manual status
4 Bidirectionally controlled Fail-Open Fail-Open locked going inside, locked going outside both directions free
5 Bidirectionally controlled Fail-Open Fail-Close locked going inside, locked going outside going inside free, going outside locked
2877 FOUNDATION 6 Bidirectionally controlled Fail-Open Mechanical locked going inside, going outside depends on manual status goinginside free, going outside depends on manual status
CABLE ENTRY CAN 7 Bidirectionally controlled Me chanical Fail-Open going inside manually set, going outside locked goinginside depends on manual status, going outside free
BE INTO ANY OF THE OPTIONAL 8 Bidirectionally controlled Mechanical Fail-Close going inside manually set, going outside locked goinginside depends on manual status, going outside locked
STEEL UPRIGHTS (8—POSNS) 4—No LED DOWNLIGHTS S R R e . .
o 9 Bidirectionally controlled Me chanical Mechanical going inside and outside manually set depends on manual setting
10 Unidirectionally controlled No Module Fail-Open going inside free, locked going outside goinginside free, going outside free
11 Unidirectionally controlled No Module Fail-Close going inside free, locked going outside going inside free, going outside locked
12 Unidirectionally controlled No Module Mechanical going inside free, going outside manually set goinginside free, going outside depends on manual status
13 Unidirectionally controlled Fail-Open No Module locked going inside, going outside free goinginside free, going outside free
14 Unidirectionally controlled Fail-Close No Module locked going inside, going outside free going inside locked, going outside free
15 Unidirectionally controlled Mechanical No Module going inside manually set, going outside free goinginside depends on manual status, going outside free
% 16 Not controlled No Module No Module
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% OPTIONAL COUNTER & PASSING LIGHT MODULE AVAILABLE
8 Default Mode
L Fail-Open module Powered = Locked
8 Fail-Close module Not powered =Locked
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